
BURNER REGISTER SETUP INFORMATION:
IGS UNIT 2

Notes:

6th Floor

2/24/1992, AEN

Legend: Outer Reg Vane Position/Shroud Opening/Inner Reg Vane Position/Backplate Opening

Setup as of 12/2/91 Status after Flame Stabilizers, air balancing and turndowns made Fall ’91 Outage.
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